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Abstract: A topology structure based on boost three-level converters (BTL converters) and T-type
three-level inverters for a direct-drive wind turbine in a wind power generation system is proposed.
In this structure, the generator-side control can be realized by the boost-TL converter. Compared with
the conventional boost converter, the boost-TL converter has a low inductor current ripple,
which reduces the torque ripple of the generator, increases the converter’s capacity, and minimizes
switching losses. The boost-TL converter can boost the DC output from the rectifier at low speeds.
The principles of the boost-TL converter and the T-type three-level inverter are separately introduced.
Based on the cascaded structure of the proposed BTL converter and three-level inverter, a model
predictive current control (MPCC) method is adopted, and the optimization of the MPCC is presented.
The prediction model is derived, and the simulation and experimental research are carried out.
The results show that the algorithm based on the proposed cascaded structure is feasible and superior.
Keywords: boost three-level converter; T-type three-level inverter; model predictive control; cascade;
wind power generation system
1. Introduction
In a wind power generation system (WPGS) scheme, rectifiers are used to extract power from
a renewable energy source in a controlled manner [1], which is then delivered to the grid by means of a
voltage source inverter (VSI). The most commonly used topology for this application is the back-to-back
converter, which achieves bidirectional power flow [2]. Nevertheless, when bidirectionality is not
needed, using an uncontrolled rectifier + three level boost chopper represents a cheaper alternative
than the former.
Three level boost chopper has a large number of advantages compared with the conventional
boost converter, such as: (a) comparing to the previous boost converter, the inductor current ripple of
the boost-TL converter is lower, reducing the generator torque ripple; (b) the voltage stress of the power
device is less than that of the conventional boost converter, so the output voltage of the generator
and the capacity of the converter can both be increased; (c) in the case of the same inductor current,
the switching frequency is half that of the conventional boost converter, so the switching losses are
less; (d) the boost-TL converter boosts the DC output voltage from the rectifier at low speeds, so it also
allows the wind power generator to operate over a wider speed range. Therefore, the boost three-level
converter is widely adopted in modern power electronics apparatus. In [3], the MPPT and the methods
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of the voltage balancing control for the boost three-level converter are proposed, however, MPC is not
adopted. In [4], a novel predictive controller for a series-interleaved multicell boost three-level PFC
converter has been presented.
In wind power generation systems, multilevel converter topology has received increasing
attention in order to meet the ever-increasing stand-alone capacity of wind turbine generators and the
ever-increasing current and voltage levels of converters. The neutral-point-clamped (NPC) inverter
and T-type inverter are commonly adopted in the three-level inverter topology, compared with the
NPC inverter, the T-type three-level structure also has many advantages, such as: (a) small number
of components; (b) the control signal has no stop sequence problem and is easier to control; (c) low
switching loss and high efficiency; (d) less driving power; and (e) in the aspect of the commutation
path, the conversion paths between the outer tube Sa1/Sa2 and the inner tube Sa3/Sa4 are all the same,
and the problems of the stray inductance and the voltage peak are less.
With the development of wind power systems, the converter circuit of uncontrolled rectifier +
boost chopper + PWM inverter has attracted more and more interest of scholars from various countries.
In the circuit, the rectifier part adopts a diode uncontrolled rectifier, the boost converter in the middle
DC link raises the DC voltage, and the inverter part adopts a PWM three-phase bridge inverter.
Compared with back-to-back PWM converters, the topology of the generator-side converter has been
simplified, a number of power switch devices and their driving circuits are omitted, the switching loss
of the power device is reduced, the cost is reduced, and the reliability of the whole system is enhanced.
Combining the advantages mentioned earlier, a topology based on boost three-level converter
(BTL converter) and T-type three-level inverter cascaded for wind power generation system is proposed,
as shown in Figure 1.
Since FCS-MPC has an intuitive concept, flexible control, no modulator, no parameter setting,
and fast dynamic response, it can also effectively deal with the system of non-linear links and various
restrictions and other advantages, so it has become a hot research topic. At present, FCS-MPC has
been widely used in various power electronic converters. Compared with proportional integral
control, MPC has superior performance and has attracted much attention. First presented in [5],
MPC deals with linear and nonlinear models and provides maximum realizable bandwidth. For the
boost converter, the predictive control method has been deeply studied. Reference [6] Yaramasu, V.
and Wu, B. adopted predictive control of BTL using a dynamic model of inductance current and DC
bus voltage. Adopted regression methods in [7] to predict the next cycle current of digital controller
delay compensation by Baggio, J., etc. In [8], the FCS-MPC method is adopted to reduce the CMV and
balance the NP voltage with fast dynamics of the three-level T-type inverter by Xing, X., etc. In [9],
the modified model predictive control algorithm for the high efficiency with reduced switch stress
t-type three-level inverter with the neutral point clamped is presented by Abdel-Rahim, O., etc. In [10],
a radial basis function neural network optimization model predictive control (MPC) was proposed by
Han, B., etc. for large wind turbines, which meets the requirements of the specified operation region.
Reference [11] Wang, X. and Sun, D proposes a three-vector-based low complexity model predictive
direct power control strategy for doubly-fed induction generators (DFIGs) in wind energy applications,
which improve the steady-state performance and achieves error-free control. In [12], the proposed
sensorless method by Bayhan, S., etc. offers as a model-free solution, the MPC strategy has been
used as a current controller to overcome the weaknesses of the inner control loop and considers the
discrete-time operation of the VSC.
In this paper, a new predictive current control method without any kind of linear controller or
modulation technology is proposed for the BTL and three-level T-type inverter cascaded topology,
with stable performance of THD improved significantly.
The structure of this paper is organized as follows: the principle of boost-TL converter and the
principle of the T-type three-level inverter are introduced in Sections 2 and 3, respectively; the predictive
current control strategy is presented in Section 4; the simulation and experimental implementation
and validation are shown in Section 5; and the conclusion of the paper can be found in Section 6.
Algorithms 2018, 11, 92 3 of 19
Algorithms 2018, 11, x FOR PEER REVIEW  3 of 19 
 
imple entation and validation are shown in Section 5; and the conclusion of the paper can be found 
in Section 6. 
 
Figure 1. BTL and T-type three-level inverter. 
2. The Principle of Boost-TL Converter 
Figure 2 shows the main circuit of the boost-TL converter. 1S  and 2S  are the main power 
switches, L is the boost inductor, 1D  and 2D  are for the freewheeling diode, 1C  and 2C  are the 
voltage divider capacitors, and R is the load; 1cV  and 2cV  are the capacitor voltage, L
i  is the 
current flowing through the boost inductor, and oV  is the output voltage. 
It is assumed that the switch, the diode, the inductor, and the capacitors of the circuit are ideal 
components. The drive signals 1S  and 2S  have a phase difference of 180° to reduce the inductor 
current ripple and the output voltage ripple. 1C = 2C , and it is large enough to divide the supply 
voltage evenly, and the ratio of ripple to the output voltage is small enough to be negligible. 
 
Figure 2. Main circuit of the boost-TL converter. 
When the duty cycle of the switch is d < 0.5 or d > 0.5, the operation mode of the converter is 
different. The following are analyzed separately. In a switching cycle, the four operating modes of 
the circuit are described as follows: 
(1) Mode 1: switch 1S , 2S  are on, diode 1D , 2D  are off, inductance current increases linearly, 
the inductor stores energy, and the capacitors 1C , 2C  supply energy to a load, as shown in 
Figure 3a. 
Figure 1. BTL and T-type three-level inverter.
2. The Principle of Boost-TL Converter
Fig re 2 shows the main circuit of the boost-TL converter. S1 and S2 are the main power switches,
L is the boost inductor, D1 and D2 are for the freewheeling diode, C1 and C2 are the voltage divider
capacitors, and R is the load; Vc1 and Vc2 are the capacitor voltage, iL is the current flowing through
the boost inductor, and Vo is the output voltage.
It is assumed that the switch, the diode, the inductor, and the capacitors of the circuit are ideal
components. The drive signals S1 and S2 have a phase difference of 180◦ to reduce the inductor current
ripple and the output voltage ripple. C1 = C2, and it is large enough to divide the supply voltage
evenly, and the ratio of ripple to the output voltage is small enough to be negligible.
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Figure 2. ain circuit of the boost-TL converter.
When the duty cycle of the switch is d < 0.5 or d > 0.5, the operation mode of the converter is
different. The following are analyzed separately. In a switching cycle, the four operating modes of the
circuit are described as follows:
(1) Mode 1: switch S1, S2 are on, diode D1, D2 are off, inductance current increases linearly,
the inductor stores energy, and the capacitors C1, C2 supply energy to a load, as sho n in
i r .
(2) Mode 2: switch S1 is on, S2 is off, diode D1 is off, D2 is on, the input voltage Vin provides energy
to the load R through a loop composed of inductor L, D2, and S1, as shown in Figure 3b.
(3) Mode 3: switch S1 is off, S2 is on, diode D1 is on, D2 is off, the input voltage Vin provides energy
to the load R through a loop composed of inductor L, D1, and S2, as shown in Figure 3c.
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(4) Mode 4: switch S1 is off, S2 is off, diode D1 is on, D2 is on, the input voltage Vin provides energy
to the load R through a loop composed of inductor L, D1, and D2, as shown in Figure 3d.
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It can be seen that when the duty cycle d < 0.5, the operating modes include modes 2, 3, and 4,
and there is no mode 1; when the duty cycle d > 0.5, modes of operation include modes 1, 2, and 3,
and no mode 4. When the switch duty cycle d < 0.5, according to the voltage voltage-second balance at
both ends of the inductor during a switching cycle, the following results can be obtained:
(Vin −Vc2)d1 + (Vin −Vc1)d2 + (Vin −Vc1 −Vc2)(1− d1 − d2) = 0 (1)
From Equation (1):
Vin = (1− d1)Vc1 + (1− d2)Vc2 (2)
When the switch duty cycle d > 0.5, for the same reason, according to the voltage voltage-second
balance at both ends of the inductor during a switching cycle, the following results can be obtained:
Vin(d1 + d2 − 1) + (Vin −Vc2)(1− d2) + (Vin −Vc1)(1− d1) = 0 (3)
According to the above formula, which can be introduced into the relationship between the input
and output and is still satisfied by Vin = (1− d1)Vc1 + (1− d2)Vc2, which means when the duty cycle
d > 0.5 and d < 0.5, the converters have the same input-output relationship. If the output capacitance is
equally divided, the output voltage, which is Vc1 = Vc2 =
VO
2 , and d1 = d2, can be further obtained:
Vo
Vin
=
1
1− d (4)
It can be seen from the above formula that the boost-TL converter has the same input and output
voltage relationship as the traditional boost converter.
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3. Principle of the T-Type Three-Level Inverter
In recent years, The T-type three-level inverter has been widely used in photovoltaic (PV) inverters,
power factor correction (PFC) rectifiers, automatic rectification, and other low-voltage systems [13].
Figure 4 shows a simplified circuit for a T-type inverter. T-type inverters use the same switches as
conventional two-level inverters because these switches (Sx1(x = a, b, c) and Sx4) have to block the
full DC link voltage. A bidirectional switch is connected between the neutral point and each output.
Unlike the half-bridge switches (Sx1 and Sx4), the bidirectional switches (Sx2 and Sx3) only need to
block half the DC link voltage. Therefore, the devices with lower voltage ratings can be used. A neutral
point clamp inverter (NPC) uses two switches connected in series to block the voltage across the DC
link. On the other hand, T-type inverters use a single switch to block the voltage across the DC link.
Therefore, the T-type inverter conduction loss is greatly reduced compared to that of the NPC inverter.
The T-type inverter reduces switching losses and switching noise because the neutral switch operates
below half the DC link voltage. Therefore, the total losses in a T-type inverter are the lowest among
those of the two-level, NPC, and T-type inverters at medium switching frequencies (4–30 kHz).
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Figure 4. T-type inverter.
Considering the switch combinations based on Table 1, this configuration allows three voltage
levels related to neutral 0 to be generated at the output of phase x.
Table 1. Switching states in one phase of the inverter.
Sx1 Sx2 Sx3 Sx4 Sx Uout
on on off off P +Udc/2
0 on on off 0 0
off off on on N −Udc/2
For the T-type inverter, the number of switching states is 27, including 19 different voltage vectors,
as shown in Figure 5, where some switching states are redundant and generate the same voltage
vector. Compared with the two-level inverter, the three-level T-type inverter shows a higher number
of switching states. Greater possible incentive mechanisms allow for additional degrees of freedom,
and several combinations of cost functions can be considered [14].
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The general predictive control scheme is adopted in the T-type inverter [15]. The behavior
of the system can be predicted for every possible switching state of this converter. We choose to
minimize the switching state for a given cost function for use in the next sampling interval. Compared
with the two-level inverter, the T-type inverter has a higher number of switching states. A larger
set of possible drivers allows for additional degrees of freedom, and several combinations of cost
functions can be considered. Considering the requirements of the control system, the characteristic
and its applications of this topology are studied and compared with the classical PWM linear control
algorithm, including load current reference tracking, balancing the DC link capacitor voltage, reducing
the switching frequency, and so on [16]. With the development of microprocessor technology [17],
the predictive control has been widely applied in power systems. Finite control set model predictive
control (FCS-MPC) is more suitable for power electronic converters. The controller is intuitive and
easy to implement, and can be used in a number of systems with constraints and/or non-linearly.
In this article, the control strategy is summarized as follows: 1. Define a cost function; 2. Create a
transformer model and its possible switch states; and 3. Create a grid model for forecasting. A discrete
time model of the load is required for the predicting behavior of the evaluated variable by a cost
function, that is, the grid current.
4. Predictive Current Control Strategy
4.1. Predictive Current Control of the BTL
Comparing with the conventional boost converter, the current ripple of the inductor in the
boost-TL converter is lower, which reduces the torque ripple of the generator. T e voltage stress on
the power unit is small, which is only the voltage stress of the common bo st converter. In the same
inductor c rrent, the switching frequency is half of the c mmon boost converter, so the switc ing loss
is less, and the boost-TL co verter ca be in the low-speed. The rectifier output DC voltage boost,
therefore, can also make the wind turbine operate in a very wide speed range.
There is only one switch in a two-level boost converter, so there are only 0 or 1 (2switchnumbers = 21)
conduction modes. As shown in the TLB converter, there are upper and lower arms of the two switches,
therefore, the conduction of the switch tube (2switch numbers = 22) has four different modes, namely,
(00, 01, 10, 11). The increase of the operating modes increases the number of states of switching-on
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of the switch, resulting in the need to increase the degree of freedom of control of charging and
discharging the DC-side equalizing capacitor.
For the four operating modes in Figure 6, respectively, the Kirchhoff voltage and current formula
can be linear continuous systems for the DC-side inductor current and capacitor voltage, respectively:
d
dt
 idcvc1
vc2
 =

− RdcLdc −
(1−S1t)
Ldc
− (1−S2t)Ldc
(1−S1t)
C1
0 0
(1−S2t)
C2
0 0

 idcvc1
vc2
+

1
Ldc
0 0
0 − 1C1 0
0 0 − 1C2

 vinio1
io2
 (5)
where S1t, S2t are the tk boost-TL circuit power switching signals; and io1 and io2 are the flowing
currents through the load. The voltages across the capacitor at tk+1 can be obtained, respectively, by:
vp
c1
(k + 1) =
(1− S1)Ts
C1
idc(k) + vc1(k)−
Ts
C1
io1(k) (6)
vp
c2
(k + 1) =
(1− S2)Ts
C2
idc(k) + vc2(k) +
Ts
C2
io2(k) (7)
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As can be seen from the equations above, by measuring the moment of the inductor current,
the two ends of the voltage divider capacitor, the load test output current, and the two switches show
four possible conduction states, and the output voltage at the next moment’s predictive value can
be obtained:
vpo (k + 1) = v
p
c1
(k + 1) + vp
c2
(k + 1) (8)
4.2. The Predictive Current Control Scheme of the T-Type Inverter
4.2.1. Model of Grid-Connected
Considering the definition of the circuit variables shown in Figure 4, ignoring the capacitor current
flow, the dynamics equations of load current for each phase can be obtained:
vaN = L
dia
dt
+ Ria + ea (9)
vbN = L
dib
dt
+ Rib + eb (10)
vcN = L
ic
dt
+ Ric + ec (11)
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where R is the load resistance and L is the load inductance. Considering the unitary vector a = ej2π/3,
which represents the 120◦ phase shift between the phases, the output voltage vector can be defined as:
v =
2
3
(vaN + avbN + a2vcN) (12)
4.2.2. Discrete-Time Model of Prediction
The discrete-time model is used to predict the future value of the grid current at the kth instant
sampling the instantaneous voltage and measured current [18]. Several discrete methods are used in
order to obtain a suitable predictive computing discrete-time model.
Use the forward Euler approximation to replace the grid current derivative di/dt. That is,
the derivatives are approximated as follows:
di
dt
≈ i(k + 1)− i(k)
Ts
(13)
This is substituted into Equation (9) to obtain an equation that allows the prediction of the
future load currents at time k + 1 for each of the 27 voltage vectors v(k) generated by the inverter.
This equation is:
ip(k + 1) = (1− RTS
L
)i(k) +
Ts
L
(v(k)− ∧e(k)) (14)
where
∧
e(k) represents the estimated back EMF. The superscript p indicates the predictor.
The reference currents can be calculated by considering the active and reactive power reference
P∗ = 1kw, Q∗ = 0. According to instantaneous power theory [19], the system instantaneous active
power and reactive power can be calculated using the following expressions:[
P
Q
]
=
3
2
[
ed eq
eq −ed
][
id
iq
]
(15)
Thus, it is easy to obtain the reference current:[
i∗d
i∗q
]
=
2
3
[
(ed)
2 + (eq)
2
][ eq −ed
ed eq
][
p∗
q∗
]
(16)
Back-EMF voltage can be calculated from Equation (10). Considering the measurement of the
load voltage and current, the equation is as follows:
∧
e(k− 1) = v(k− 1)− L
Ts
i(k)− (R− L
Ts
)i(k− 1) (17)
where
∧
e(k − 1) is the estimated value of e(k − 1). The present back-EMF is e(k), the value of the
back-EMF can be estimated by extrapolating it, or, since the back-EMF frequency is much less than the
sampling frequency, we can assume that within a sampling interval little change happens. Therefore,
assume
∧
e(k) =
∧
e(k− 1). The same derivative approximation can be used for the capacitor voltage at
sampling time Ts which gives the following discrete-time equation:
dvcx
dt
≈ vcx(k + 1)− vcx(k)
Ts
(18)
vp
c1
(k + 1) = vc1(k) +
1
c
ic1(k)Ts (19)
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vp
c2
(k + 1) = vc2(k) +
1
c
ic2(k)Ts (20)
where, the currents ic1(k) and ic2(k) depend on the switching state of the T-type inverter and the values
of the output currents can be calculated from the following equations:
ic1(k) = idc(k)− H1aia(k)− H1bib(k)− H1cic(k) (21)
ic2(k) = idc(k) + H2aia(k) + H2bib(k) + H2cic(k) (22)
where idc is the current supplied by the DC voltage source Vdc. Variables H1x and H2x depend on the
logical value of the switching states and are defined as:
H1x =
{
1, if Sx = ′′+′′
0, otherwise
(23)
H2x =
{
1, if Sx = ′′−′′
0, otherwise
(24)
with x = a, b, c.
Therefore, Equations (13)–(16) predict the influence of a given switch state on the change of
capacitor voltage [20].
4.2.3. Predictive Current Control Method
The T-type inverter control requirements are as follows:
• A reference for grid current tracking;
• DC link capacitor voltage neutral point balancing;
• Reducing the switching frequency.
These requirements can be expressed in the form of a cost function so that the cost function can
be minimized. The T-type inverter has the following components:
g =
∣∣∣i∗α − ipα∣∣∣+ ∣∣∣i∗β − ipβ∣∣∣+ λdc∣∣∣vpc1 − vpc2∣∣∣+ λnnc (25)
The first two terms are the load current errors in orthogonal coordinates in which the real part and
the imaginary part of the predicted current vector ip are ipα and i
p
β, respectively, and the real part and
the imaginary part of the reference current vector i∗ are i∗α and i∗β, respectively. The third cost function
measures the difference between the capacitors’ voltages of the predicted DC link, which are calculated
from Equations (19) and (20). Then, by minimizing this term, the voltages of the capacitors will tend
to be equal. The last item is the number of transitions needed to switch from the current switch state
to the switch state being evaluated. Switching states mean fewer switching power semiconductors,
which is preferred.
In this way, the use of these terms will directly affect the switching frequency of the converter [21].
The relationship between the weighting factors λdc and λn is used for reference tracking, the voltage
balance, and the cost function in the reduction of the switching frequency.
Certain λ values mean higher priorities to that objective. The predictive current control method
for the T-type inverter is shown in Figure 7.
Algorithms 2018, 11, 92 10 of 19
Algorithms 2018, 11, x FOR PEER REVIEW  10 of 19 
 
In this way, the use of these terms will directly affect the switching frequency of the converter 
[21]. The relationship between the weighting factors dcλ  and nλ  is used for reference tracking, the 
voltage balance, and the cost function in the reduction of the switching frequency. 
Certain λ  values mean higher priorities to that objective. The predictive current control 
method for the T-type inverter is shown in Figure 7. 
 
Figure 7. T-type inverter predictive current control method. 
4.3. Cost Function Selection 
4.3.1. The Optimization of the MPCC 
Minimization of the switching frequency. As with power converters, one of the primary 
measures of control effectiveness is the switching frequency. In many applications, it is important to 
control or limit the commutations number of the power switches [22]. To consider directly the 
reduction in the number of exchanges in the cost function, a simple method is to include a term that 
covers the number of switches that change when the switching state )(kS  is applied relative to the 
switching state ( 1)S k −  of the previous application. The resulting cost function is expressed as 
niiiig n
pp ⋅+−+−= λββαα )()(
** . Taking the three-phase inverter as an example, the switching state 
vector ),,( cba SSSS = , the switching state of each inverter arm [23] is defined. Then the number of 
switches changes from time 1−k to time k  is: 
)1()()1()()1()( −−+−−+−−= kSkSkSkSkSkSn ccbbaa  (26) 
The optimization of the MPCC. In order to ensure the control accuracy of the system, the 
calculation speed of each sampling period must be improved, and the calculation amount in each 
period should be reduced. 
In this paper, we introduce a method that can reduce the computational cost by simplifying the 
optimal switching state selection method, while ensuring that the performance of the T-type 
three-level grid-connected system will not be affected in any way. From the Kirchhoff’s voltage 
formula, we can obtain Equation (28): 
)()()( kekRi
dt
di
Lkv ++=  (27) 
)()()()1()( keki
T
L
Rki
T
L
kv
s
p
s
+−++=  (28) 
If the predicted current reference value )1( +∗ kiαβ  at 1+kt  is, instead of the actual sampling 
current prediction value, )1( +ki pαβ  at the time, the )1( +
∗ kiαβ  corresponding voltage vector 
)1( +∗ kvαβ  is directly tracked by using the current )1( +kiαβ , i.e.: 
)()()()1()1( keki
T
L
Rki
T
L
kv
ss
+−++=+ ∗∗  (29) 
Figure 7. T-type inverter ictive current control method.
4.3. Cost Function Selection
4.3.1. The Optimization of the MPCC
Minimization of the switching frequency. As with power converters, one of the primary
measures of control effectiveness is the switching frequency. In many applications, it is important
to control or limit the commutations number of the power switches [22]. To consider directly
the reduction in the number of exchanges in the cost function, a simple method is to include a term
that covers the number of switches that change when the switching state S(k) is applied relative to
the switching state S(k− 1) of the previous application. The resulting cost function is expressed as
g = (i∗α − i
p
α) + (i∗β − i
p
β) + λn · n. Taking the three-phase inverter as an example, the switching state
vector S = (Sa, Sb, Sc), the switching state of each inverter arm [23] is defined. Then the number of
switches changes from time k− 1 to time k is:
n = |Sa(k)− Sa(k− 1)|+ |Sb(k)− Sb(k− 1)|+ |Sc(k)− Sc(k− 1)| (26)
The optimization of the MPCC. In order to ensure the control accuracy of the system,
the calculation speed of each sampling period must be improved, and the calculation amount in
each period should be reduced.
In this paper, we introduce a method that can reduce the computational cost by simplifying the
optimal switching state selection method, while ensuring that the performance of the T-type three-level
grid-connected system will not be affected in any way. From the Kirchhoff’s voltage formula, we can
obtain Equation (28):
v(k) = L
di
dt
+ Ri(k) + e(k) (27)
v(k) =
L
Ts
ip(k + 1) + (R− L
Ts
)i(k) + e(k) (28)
If the predicted current reference value i∗αβ(k + 1) at tk+1 is, instead of the actual sampling current
prediction value, ipαβ(k + 1) at the time, the i
∗
αβ(k + 1) corresponding voltage vector v
∗
αβ(k + 1) is
directly tracked by using the current iαβ(k + 1), i.e.:
v∗(k + 1) =
L
Ts
i∗(k + 1) + (R− L
Ts
)i(k) + e(k) (29)
If the voltage vector vαβ(k) at the tk+1 time corresponding to the switching state is consistent with
the predicted voltage value v∗αβ(k + 1) of the next cycle, it is indicated that the current sampling
iαβ(k + 1) at the same time is consistent with the reference current value i∗αβ(k + 1). Therefore,
as long as the switching state closest to the predicted voltage value v∗αβ(k + 1) is selected among
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the voltage vectors corresponding to the 27 switching states to drive the switch at the next moment,
the grid-connected current can be tracked. That is, as Equation (30) shows:{
gi = ‖v∗α(k + 1)− vjα (k + 1)|+
∣∣∣v∗β(k + 1)− vjβ(k + 1)‖+ λdc∣∣∣vpc1(k + 1)− vpc2(k + 1)∣∣∣+ λnnc
Sopt : min{gi}
(30)
In that formula, i = 1, 2, . . . , 27, vjα(k + 1)vjβ(k + 1) represent, respectively, the real part and the
imaginary part of the voltage vector in the αβ coordinate system.
4.3.2. Cost Function of the Capacitor Voltage Balance
One of the most interesting aspects of predictive control methods is the simplicity of voltage
balance in the DC bus [24]. This feature disconnects the midpoint of the DC bus from the source and
combines the predictive control method with the following cost function:
g =
∣∣∣i∗α − ipα∣∣∣+ ∣∣∣i∗β − ipβ∣∣∣+ λdc∣∣∣vpc1 − vpc2∣∣∣ (31)
In this control method, it is necessary to adjust the parameters λdc and λn. To this end, some design
procedures of the system should be established. The different units and sizes of the variables involved
in the cost function should be considered [25]. Some ideas will be given, which, from the order of
magnitude of the weighting factors, are of equal importance. If the designer just wants to select the
appropriate switch state from the redundancy state that produces the given voltage vector to maintain
neutral point voltage balance in the DC link, a small value of λdc should be adopted. The minimum
value allowed by the platform will work for this purpose. The same principle has been applied to λn.
When increasing λn, this method can select the switching state in the reference tracking that does not
belong to the optimal voltage vector range, but this means fewer commutations.
On this basis, the method of predictive current control is realized, and the simulation results
are verified. This strategy successfully maintains the voltage balance of the DC link and reduces the
switching frequency. Compared with the carrier-based approach, this method achieves better reference
tracking at the same switching frequency.
4.3.3. The Cost Function of the Predictive Control Scheme
Control of the pre-output voltage stability is to ensure that the entire system is running the primary
task. In this paper, the post-stage T-type three-level inverter is used to balance the midpoint potential
of the first-stage three-level boost DC side, and the modulation algorithm of the grid-side three-level
converter on the redundant small vector is refined. The predictive control scheme of the BTL and three
level T-type inverter is shown in Figure 8.
Regarding the three-level T-inverter model predictive control mentioned earlier, the FCS-MPC
predictive control algorithm of the cascade structure is the difference from the previous output current,
which was obtained by measuring the three-level inverter output current. The cost function flow chart
of the boost-TL converter model prediction algorithm and the T-type inverter model prediction control
algorithm are shown in Figures 9 and 10, respectively.
io1 = H1aia(k) + H1bib(k) + H1cic(k) (32)
io2 = H2aia(k) + H2bib(k) + H2cic(k) (33)
H1x =
{
1 if Sx = ′′+′′
0 otherwise
(34)
H2x =
{
1 if Sx = ′′−′′
0 otherwise
(35)
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vc1(k + 1) =
(1− S1)Ts
C1
idc(k) + vc1(k)−
Ts
C1
io1(k) (36)
vc2(k + 1) =
(1− S2)Ts
C2
idc(k) + vc2(k) +
Ts
C2
io2(k) (37)
The closed-loop requirement is robust stability, i.e., stability in the presence of uncertainty. In MPC
the various design procedures achieve robust stability indirectly by specifying the performance
objective and uncertainty description in such a way that the optimal control computations lead to
robust stability.
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5. Simulations and Experimental
The control strategy of the predictive current is simulated in MATLAB(R2013), containing the
code of the control algorithm, as shown in Figure 8. When experimentally implementing predictive
control, the same procedure was rewritten in the C language and the alpha and beta currents were
calculated. In the MATLAB/SIMULINK environment, the load current prediction (Equation (14)) and
back EMF estimation (Equation (17)) are considered. The system parameters Vdc = 800 V, L = 10 mH,
R = 0.02 Ω, and e = 311Vpeak have been taken into account for the simulations. The current and
voltage in one of the phases of the load are simulated for a sampling time Ts = 10µs. There is no steady
state error from the current, but there is an obvious ripple. The ripple is significantly reduced when the
smaller sampling time Ts = 3µs is adopted. However, by reducing the sampling time, the switching
frequency increases, as shown in the load voltage comparison shown in Figure 13. The inverter output
phase voltage is shown in Figure 11. When the reference voltage value rises from 500 V to 800 V,
the change of the capacitance voltage is shown in Figure 12.
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As shown in Figure 13, the value of the reference power is changed at 0.05 st = , and the 
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speed is fast. 
Figure 12. Change in ference voltage value.
As show in Figure 13, the value reference power is changed at t = 0.05 s, and the
correspo ding reference current phase can stil l track the grid voltage phase, and the response
speed is fast.
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At the same time, the control level of the voltage-dividing capacitance increases with the increase
of the weighting factor when observing the increase of the magnitude of the weight factor of the division
of the voltage-dividing capacitance, which is the same as the conclusion, as shown in Figure 16.
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As shown in Figure 17, it is obvious to say that the rise of the weighting factor of the current
tracking can optimize the THD from 0.15% to 0.10%.
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The proposed control method requires a higher sampling or data acquisition frequency. Given the
new technologies available for DSP, the foregoing fact should not be a problem. It is worth mentioning
that the sampling time is always a fixed position in the sampling period, to facilitate the acquisition
of measurement data and to avoid the problem of the switching the power devices. The algorithm
is implemented on a Texas Instruments DSP using the same sampling frequency. The algorithm
was implemented on the Texas Instruments TMS320F2812 DSP using the same sampling frequency,
and similar results in processing time were achieved. The experimental platform is shown in Figure 18
to determine whether the driving circuit can work normally, which plays a key role in the whole
system’s working state. First, according to the working principle of the driving circuit analyzed above,
we designed and built the corresponding driving module. The drive signal is shown in Figure 19.
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Figure 19. Drive signal.
The waveforms in the same bridge arm are supposed to be complementary to each other. In order
to avoid the two tubes in the same bridge arm conducting at the same time, 5µs dead time is added in
the driving signal between Sa1, Sa3 and Sa2, Sa4 as shown in Figure 20.
As shown in Figure 21, the input DC voltage is 50 V. Adjusting the duty cycle, the DC bus voltage
is increased to 100 V, and the inverter output voltage at this time is 80 V. In order to ensure the safety
of experimental operation, the voltage amplitude of AC voltage regulator is also transferred to 80 V,
the grid connection is realized after synchronization control.
The waveforms of the output line voltage and current are shown in Figure 22. All of these
experimental waveforms demonstrate the correctness and effectiveness of the proposed control scheme.
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6. Conclusions 
This paper proposed that the boost three-level circuit (BTL) and the three-level T-type inverter 
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Author Contributions: G.Y. and Z.C. proposed the topology of the system; H.Y. and B.H. devoted to 
performing the simulations; G.Y., C.C. and Y.Z. conducted the experiments; and G.Y. wrote the paper. 
Funding: This paper is supported by the Science and Technology project of Hebei province, China, under grant 
no.15214318, and the University research program of Xinjiang Uygur Autonomous Region, China, under grant 
no. XJEDU2016S114. 
Conflicts of Interest: The authors declare no conflict of interest. 
References 
1. Carrasco, J.; Franquelo, L.; Bialasiewicz, J.; Galvan, E.; Guisado, R.; Prats, M.; Leon, J.; Moreno-Alfonso, N. 
Power-electronic systems for the grid integration of renewable energy sources: A survey. IEEE Trans. Ind. 
Electron. 2006, 53, 1002–1016. 
2. Kolar, J.W.; Friedli, T.; Rodriguez, J.; Wheeler, P.W. Review of Three-Phase PWM AC-AC Converter 
Topologies. IEEE Trans. Ind. Electron. 2011, 58, 4988–5006. 
3. Chen, H.-C.; Lin, W.-J. MPPT and Voltage Balancing Control with Sensing Only Inductor Current for 
Photo Voltaic-Fed, Three-Level, Boost-Type Converters. IEEE Trans. Power Electron. 2014, 29, 29–35. 
4. Liang, X.; Zhang, C.; Srdic, S.; Lukic, S. Predictive Control of a Series-Interleaved Multi-Cell Three-Level 
Boost Power Factor Correction Converter. IEEE Trans. Power Electron. 2017, 
doi:10.1109/TPEL.2017.2780244. 
5. Kouro, S.; Cortés, P.; Vargas, R.; Ammann, U.; Rodriguez, J. Model predictive control a simple and 
powerful method to control power converters. IEEE Trans. Ind. Electron. 2009, 56, 1826–1838. 
6. Yaramasu, V.; Wu, B. Predictive control of a three-level boost converter and an NPC inverter for 
high-power pmsg-based medium voltage wind energy conversion systems. IEEE Trans. Ind. Electron. 2014, 
29, 5308–5322. 
7. Baggio, J.; Hey, H.; Grundling, H.; Pinheiro, H.; Pinheiro, J. Discrete control for three-level boost PFC 
converter. In Proceedings of the 24th Annual International Telecommunications Energy Conference, 
Montreal, QC, Canada, 29 September–3 October 2002; pp. 627–633. 
8. Xing, X.; Chen, A.; Zhang, Z.; Chen, J.; Zhang, C. Model Predictive Control Method to Reduce 
Common-Mode Voltage and Balance the Neutralpoint Voltage in Three-Level T-type Inverter. In 
Proceedings of the 2016 IEEE Applied Power Electronics Conference and Exposition (APEC), Long Beach, 
CA, USA, 20–24 March 2016; pp. 3453–3458. 
Figure 22. Output line voltage and current waveform.
6. Conclusions
This paper proposed that the boost three-level circuit (BTL) and the three-level T-type inverter
are cascaded together and controlled in a unified manner in a wind power system. By controlling
the voltage balance between the two capacitors at the connection between the two stages, the output
voltage is stable. The predictive control scheme is designed by adopting the model predictive current
control method. By adjusting the weight factor parameter to balance the neutral point voltage in the
DC link, the switching frequency and THD ere reduced, the parameter tracking and fast response
w re realized. The mod l predictive current control algorithm has b en optimiz d, and the calculat on
amou t of th optimized algorith in ach per od has been reduced. The disadvantage of this method
is the need for delay compensation. The simulation and experimental verification show that the
proposed structure and control methods are correct and feasible.
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